Informace o kvalité pitné vody v roce 2026

Podle vyhlaSky €.252/2004 Sb. - pfiloha €.1 v platném znéni

Misto odbéru vody:

Byrov u Novych Hradd, ¢p. 113, OKAL

Dat. odbéru: 12.10.2026
Stanoveni Jednotka Limit Typ Vysledek
Barva mg/l Pt max.20 MH <5
Zakal ZF(n) max.5 MH <0,30
Pach prijatelny MH prijatelny
Konduktivita (25 °C) mS/m max.125 MH 25,3
pH 6,5-9,5 MH 6,0
CHSK-Mn mg/l max.3,0 MH 0,8
Amonné ionty mg/I max.0,50 MH <0,05
Dusitany mg/l max.0,50 NMH <0,010
Dusi¢nany mg/l max.50 NMH 9,7
Chloridy mg/l max.250 MH 21,9
Sirany mg/I max.250 MH 36
Fluoridy mg/l max.1,5 NMH <0,2
Boér mg/l max.1,5 NMH <0,20
Chut prijatelna MH prijatelna
Chlor volny mg/l max.0,3 MH 0,13
Kyanidy celkové mg/l max.0,050 | NMH <0,0050
Teplota °C 8-12 DH 15,2
Bromicnany pg/l max.10 NMH <5,0
Chlorecnany ug/l max.250 NMH 38
Chloritany pg/l max.250 MH <10
Chloritany a chloreCnany pg/l max.250 NMH 38
Vapnik + hof¢ik mmol/I 2,0-35 DH 0,76
Vapnik mg/I 40 - 80 DH 16
HorCik mg/l 20-30 DH 8,5
Mangan mg/l max.0,050 MH 0,022
Zelezo mg/I max.0,20 MH <0,050
Hlinik mg/l max.0,20 MH <0,050
Sodik mg/I max.200 MH 19,10
Chrom pg/l max.25 NMH 1,6
Rtut’ ug/l max.1,0 NMH <0,010
Nikl pg/l max.20 NMH 10,0
Méd pg/l max.1000 | NMH 11,2
Arsen ug/l max.10 NMH <1,0
Selen po/l max.20 NMH <1,0
Kadmium ug/l max.5,0 NMH <0,20
Antimon pg/l max.10,0 NMH <1,0
Olovo po/l max.10 NMH <1,0
Draslik mg/l 1-10 DH 9,75
Koliformni bakterie KTJ/100ml max.0 MH 0
Escherichia coli KTJ/100ml max.0 NMH 0
Intestinalni enterokoky KTJ/100ml max.0 NMH 0
Pocty kolonii pfi 36 °C KTJ/1ml max.60 MH 0
Potty kolonii pfi 22 °C KTJ/1ml max.300 MH 0




Stanoveni Jednotka Limit Typ Vysledek
2,6 dichlorbenzamid ug/l max.1,5 SH <0,010
Acetochlor pg/l max.0,10 NMH <0,030
Alachlor pg/l max.0,10 NMH <0,020
Atrazin ug/l max.0,10 NMH <0,010
Atrazin-2-hydroxy pg/l max.1 SH <0,010
Azoxystrobin ug/l max.0,10 NMH <0,010
Boskalid pg/l max.0,10 NMH <0,010
Cyprokonazol po/l max.0,10 | NMH <0,010
Desethylatrazin ug/l max.0,10 NMH <0,010
Desethylterbutylazin pg/l max.0,10 NMH <0,010
Desisopropylatrazin po/l max.0,10 | NMH <0,010
Diflufenican ug/l max.0,10 NMH <0,010
Dimethachlor pg/l max.0,10 NMH <0,010
Dimethenamid pg/l max.0,10 NMH <0,010
Dimethoate ug/l max.0,10 NMH <0,010
Epoxikonazol pg/l max.0,10 NMH <0,030
Fenpropidin po/l max.0,10 NMH <0,020
Hexazinon pg/l max.0,10 NMH <0,010
Chinmerak pg/l max.0,10 NMH <0,010
Chloridazon-desphenyl-methyl ug/l max.3 SH <0,050
Chloridazon pg/l max.0,3 NMH <0,010
Chloridazon-desphenyl po/l max.3 SH 0,088

Chlorpyrifos ug/l max.0,10 NMH <0,005
Chlortoluron pg/l max.0,10 NMH <0,010
Chlortoluron-desmethyl pg/l max.0,10 NMH <0,020
Isoproturon ug/l max.0,10 NMH <0,010
Isoproturon-desmethyl pg/l max.0,10 NMH <0,020
Isoproturon-monodesmethyl po/l max.0,10 | NMH <0,020
Klomazon pg/l max.0,10 NMH <0,010
Linuron pg/l max.0,10 NMH <0,020
Metazachlor ug/l max.0,10 NMH <0,010
Metkonazol pg/l max.0,10 NMH <0,020
Metolachlor pg/l max.0,10 NMH <0,010
Metribuzin ug/l max.0,10 NMH <0,030
Metribuzin desamino pg/l max.0,10 NMH <0,010
Napropamid pg/l max.0,10 NMH <0,010
Pendimethalin ug/l max.0,10 NMH <0,030
Prochloraz pg/l max.0,10 NMH <0,020
Propamocarb pg/l max.0,10 NMH <0,030
Propiconazol ug/l max.0,10 NMH <0,010
Prothiokonazol pg/l max.0,10 NMH <0,050
Simazin ug/l max.0,10 NMH <0,010
Simazin 2-hydroxy pg/l max.0,10 NMH <0,010
Spiroxamin pg/l max.0,10 NMH <0,010
Tebukonazol ug/l max.0,10 NMH <0,010
Terbuthylazin pa/l max.0,10 NMH <0,010
Terbuthylazin-desethyl-2-hydroxy pg/l max.0,10 | NMH <0,010
Terbuthylazin-hydroxy ug/l max.0,10 NMH <0,010
Thiofanat-methyl pg/l max.0,10 | NMH <0,030
Kyselina chloroctova pg/l <1,0




Stanoveni Jednotka Limit Typ Vysledek
Kyselina dichloroctova ug/l 2,06
Kyselina trichloroctova pg/l 1,31
Kyselina bromoctové pg/l <1,0
Kyselina dibromoctova ug/l <0,50
Halogenoctové kyseliny (Suma 5 HAA) pg/l max.60 NMH 3,37
1,2-dichlorethan ug/l max.3,0 NMH <0,750
Bromoform pg/l <0,2
Bromdichlormethan pg/l <0,1
Dibromchlormethan ug/l <0,1
Chloroform pg/l max.30 NMH <0,10
Trihalomethany (Suma 4 THM) po/l max.50 NMH 0
Tetrachlorethen ug/l max.10 NMH <0,20
Trichlorethen pg/l max.10 NMH <0,10
Benzen pg/l max.1,0 NMH <0,20
Perfluorobutanova kyselina (PFBA) ug/l <0,0015
Perfluoropentanova kyselina (PFPA) pg/l <0,0003
Perfluorohexanové kyselina (PFHxA) pg/l <0,0003
Perfluoroheptanova kyselina (PFHpA) pg/l <0,0003
Perfluoroktanové kyselina (PFOA) po/l <0,0003
Perfluorononanova kyselina (PFNA) ug/l <0,0003
Perfluorodekanova kyselina (PFDA) pg/l <0,0003
Perfluoroundekanova kyselina (PFUnDA) po/l <0,0003
Perfluorododekanova kyselina (PFDoDA) ug/l <0,0003
Perfluorotridekanova kyselina (PFTrDA) pg/l <0,0003
Perfluorobutansulfonova kyselina (PFBS) pg/l <0,0003
Perfluoropentansulfonova kyselina (PFPS) ug/l <0,0003
Perfluorohexansulfonova kyselina (PFHxS) pg/l <0,0003
Perfluoroheptansulfonové kyselina (PFHpS) po/l <0,0003
Perfluoroktansulfonova kyselina (PFOS) pg/l <0,0002
Perfluorononansulfonova kyselina (PFNS) po/l <0,0003
Perfluorodekansulfonova kyselina (PFDS) ug/l <0,0003
Perfluoroundekansulfonova kyselina (PFUNDS) pg/l <0,001
Perfluorododekansulfonova kyselina (PFDoDS) pg/l <0,0003
Perfluorotridekansulfonova kyselina (PFTrDS) ug/l <0,001
Suma 20 PFAS pg/l max.0,1 NMH 0
Suma 4 PFAS pg/l max.0,01 SH 0
Bisfenol A ug/l max.2,5 NMH <0,030
Benzo(a)pyren pg/l max.0,01 NMH <0,0050
Suma 4 PAU pg/l max.0,10 NMH 0

Vysvétlivky: NMH - nejvy$Si mezni hodnota, MH - mezni hodnota, DH - doporu€ena hodnota, SH - smérna hodnota




